The operation of a typical indoor swimming pool is very energy intensive. Previous studies have shown that high quality thermal building envelopes, i.e., with high levels of insulation and airtightness, make it possible to rethink conventional ventilation concepts. Due to the reduced condensation risk in and on envelopes of high thermal quality, ventilation design can be optimized for indoor air quality rather than for averting condensation on the facade. This work investigates different air distribution concepts for an existing swimming pool via computational fluid dynamics (CFD) simulations to evaluate their ventilation efficiency. To reduce modelling and computational resources, the velocity and turbulence fields produced by the swirl-diffusers are determined in a set of separate CFD simulations and incorporated into the swimming pool models. The results show that the ventilation efficiency in the examined swimming pool could potentially be improved with various alternative air distribution concepts, therefore improving the indoor air quality. Although the results seem plausible and compare well with the limited measurement data of air humidity, a more formal experimental validation is still needed before generalizing recommendations.
Introduction
Swimming is a popular leisure and sports activity, and on that account many municipalities provide swimming facilities for public use. However, the operation of a typical indoor swimming pool is very energy and water-intensive and therefore also costly. Municipalities are increasingly faced with the question of how they can continue to afford to provide such subsidized facilities, and reducing the operating costs of indoor swimming pools is a decisive factor. One promising approach is to significantly increase the level of energy efficiency, i.e., reduce the energy needs for heating the space and the water, as well as the electricity needs for ventilation, for operating the water treatment systems and for any further facilities. In addition to the lowered operating costs, the benefits of increased energy efficiency in public swimming pools are planning security for the municipality's household due to the reduced impact of rising energy prices, the high quality and longevity of the building envelope, and a high level of user comfort, as well as making a contribution to climate change mitigation and facilitating a transition to sustainable energy supply structures.
It is well established that energy demand in conventional indoor swimming pools is dominated by pool water and space heating and that the majority of the pool water heat is lost via evaporation [1] [2] [3] . Reported total annual energy use from existing swimming pools range around 4000 kWh per square meter water surface (kWh/m 2 WS a) or, when reported in terms of usable area, around 600 kWh/m 2 UA a [4, 5] . Potential energy saving potentials have been identified and investigated with a focus on improving the efficiency of heating, ventilation, and air conditioning (HVAC) systems [3, [6] [7] [8] .
The achievable energy savings by applying a high quality thermal envelope, as typical for Passive House construction, have been investigated and confirmed through the detailed analysis of monitoring results of two pilot projects [2, [9] [10] [11] [12] . Passive House is an internationally established performance-based energy standard for highly energy efficient buildings [13] [14] [15] . The concept focusses on optimizing a building's design and identifying appropriate components to significantly reduce the energy needs for heating and for cooling, as well as for the overall primary energy needs to operate all facilities within the building. Applied to swimming pools, the quality of a Passive House building envelope-with high levels of insulation and airtightness-make it possible (amongst other things) to rethink conventional ventilation concepts, thus rendering opportunities for energy savings and ventilation efficiency. Figure 1 provides an overview of the main correlations. around 600 kWh/m a [4, 5] . Potential energy saving potentials have been identified and investigated with a focus on improving the efficiency of heating, ventilation, and air conditioning (HVAC) systems [3, [6] [7] [8] . The achievable energy savings by applying a high quality thermal envelope, as typical for Passive House construction, have been investigated and confirmed through the detailed analysis of monitoring results of two pilot projects [2, [9] [10] [11] [12] . Passive House is an internationally established performance-based energy standard for highly energy efficient buildings [13] [14] [15] . The concept focusses on optimizing a building's design and identifying appropriate components to significantly reduce the energy needs for heating and for cooling, as well as for the overall primary energy needs to operate all facilities within the building. Applied to swimming pools, the quality of a Passive House building envelope-with high levels of insulation and airtightness-make it possible (amongst other things) to rethink conventional ventilation concepts, thus rendering opportunities for energy savings and ventilation efficiency. Figure 1 provides an overview of the main correlations. The ventilation of indoor swimming pools serves two main purposes: ensuring good air quality (removing any contaminants in the air, especially by-products of the chemical water treatment) and dehumidifying the air to the desired humidity level. Traditionally, the heated supply air in swimming pools is directed onto the exterior facades in order to prevent condensation on the cold surfaces. The volume flow of fresh outdoor air which is required for dehumidification is supplemented with recirculation air in order to keep the supply air flow rate at a constant level. Figure 2 shows typical proportions of outdoor air and recirculation air over the course of a year. The ventilation of indoor swimming pools serves two main purposes: ensuring good air quality (removing any contaminants in the air, especially by-products of the chemical water treatment) and dehumidifying the air to the desired humidity level. Traditionally, the heated supply air in swimming pools is directed onto the exterior facades in order to prevent condensation on the cold surfaces. The volume flow of fresh outdoor air which is required for dehumidification is supplemented with recirculation air in order to keep the supply air flow rate at a constant level. Figure 2 shows typical proportions of outdoor air and recirculation air over the course of a year.
Due to the high surface temperatures of a well-insulated Passive House envelope with curtain walling of a high thermal quality, it is no longer necessary to blow high flow rates of warm air onto the façade. As part of the energy savings concept for Passive House swimming pools, it is thus recommended to operate the ventilation in pool halls without recirculation air, which entails a significant reduction of the electricity demand. Furthermore, air inlets should be positioned for an optimized air distribution in light of comfort, energy impact and contaminant removal. Various disinfection by-products are formed when chlorine products react with compounds introduced by humans [17, 18] . In particular, trichloramine (NCl 3 ) and trihalomethans (THMs) can be found abundantly in gaseous form in swimming pool air [18, 19] . Respiratory symptoms and eye irritation Figure 2 . Exemplary hourly mean values of outdoor air and recirculation air volume flows, as measured in a pool hall in Germany. Due to higher outdoor humidity, the required fresh air rate for dehumidification is higher during summer months. The required peaks during summer are decisive for sizing the ventilation unit responsible for outdoor air exchange. Source: Passive House Institute.
Due to the high surface temperatures of a well-insulated Passive House envelope with curtain walling of a high thermal quality, it is no longer necessary to blow high flow rates of warm air onto the façade. As part of the energy savings concept for Passive House swimming pools, it is thus recommended to operate the ventilation in pool halls without recirculation air, which entails a significant reduction of the electricity demand. Furthermore, air inlets should be positioned for an optimized air distribution in light of comfort, energy impact and contaminant removal. Various disinfection by-products are formed when chlorine products react with compounds introduced by humans [17, 18] . In particular, trichloramine (NCl3) and trihalomethans (THMs) can be found abundantly in gaseous form in swimming pool air [18, 19] . Respiratory symptoms and eye irritation have been associated with high levels of trichloramine, e.g., [20] [21] [22] [23] . Identifying suitable air distribution strategies is, however, not a trivial task due to the highly variable flow rates, as well as the constant evaporation and contaminant transfer at the surface of the pool water. This question therefore merits further investigation, as presented in this paper. By simulating different air distribution strategies for an example pool hall, their respective effectiveness can be compared.
The following paper reports the methods and results of a study using computational fluid dynamics (CFD) in order to evaluate different ventilation concepts in terms of their ventilation efficiency. CFD methods have been widely used to investigate air, heat, moisture and/or pollutant transport in indoor swimming pools or large spaces. For example, airflow, thermal comfort and/or indoor air quality has been evaluated for swimming pools [24, 25] or an ice rink arena [26] . The experimental validation of CFD models of large indoor spaces has been documented on various occasions [27] [28] [29] [30] . CFD methods have also been used to calculate the evaporation rate in indoor swimming pools [31, 32] .
Simulating large spaces with air diffusers is challenging since the required spatial discretization needed to accurately simulate the airflow around the diffuser drastically increases the total number of elements for the simulation domain. Various approaches, including the "box method" used herein, have been described and assessed in literature [33, 34] . The CFD model presented herein is based on an existing swimming pool facility [9] and results cannot necessarily be generalized. Nevertheless, possible ventilation approaches for highly energy efficient swimming pools are examined with the intention to provide orienting guidelines for mechanical systems designers. Additionally, this work documents a CFD methodology for simulating large indoor swimming pool halls while considering complex diffuser geometry.
The ventilation concept is a crucial aspect for high energy efficiency in indoor swimming pools. Exemplary hourly mean values of outdoor air and recirculation air volume flows, as measured in a pool hall in Germany. Due to higher outdoor humidity, the required fresh air rate for dehumidification is higher during summer months. The required peaks during summer are decisive for sizing the ventilation unit responsible for outdoor air exchange. Source: Passive House Institute.
The ventilation concept is a crucial aspect for high energy efficiency in indoor swimming pools. Achieving overall high energy efficiency in swimming pools, however, entails many more topics. The details are beyond the scope of this paper and can be found in the full research publication [12] .
Materials and Methods

Geometry and Ventilation of the Examined Indoor Swimming Pool
The investigated swimming pool is part of larger facility built and owned by the municipal utility of the German city of Bamberg. This facility was designed for 1100 visitors per day and has a gross floor area of around 13,500 m 2 accommodating various pools and areas including a sport pool, two instructional pools, a leisure/family pool area, a water slide area, an exterior pool area as well as a sauna and wellness area [9] . The outer walls are made of concrete with an exterior insulation layer of 30 cm mineral wool. They have a total wall thickness of 55 cm with an U-value of 0.135 W/(m 2 K). The wooden roof construction is insulated with 28 cm of expanded or extruded polystyrene foam (EPS/XPS) and an additional 8 cm thick layer of mineral wool resulting in an U-value of 0.097 W/(m 2 K).
The presented study investigated the sport pool hall only. It is roughly 57 m long, 32 m wide and 9 m high. The basin is roughly 50 m by 20 m (see Figure 3) . The geometry was simplified and symmetries were considered to reduce the required computer resources for CFD simulation as much as possible. In this context, the floorplan of the pool area was reduced to a rectangular form; i.e., the curved exterior walls were not considered.
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In general, the simplified hall geometry can be divided into four periodic sections. However, depending on the set point of the supply air flow, certain swirl diffusers are deactivated via valves. This control strategy ensures that the flow through each diffuser only ranges roughly between 1500-2100 m 3 /h. In this case, the periodicity is no longer given. For simulations with all diffusers being active, i.e., maximum or close to maximum flow, only one section with three of the mentioned ceiling strips was simulated, namely the section of ventilation strand 3 (see Figure 3 ). This section was also chosen as the simulation domain when alternative ventilation concepts with linear periodicity were considered. For simulations with minimal supply air volume flow and only one active diffuser per strand, two sections (strands 2 and 3 in Figure 3 ) were simulated. This is because, at minimum operation, the only active diffusers are at different locations (either at position No. 3 or No. 4; see Figure 3 ). According to planning documents, 50,400 m 3 /h, i.e., 12,600 m 3 /h per strand, are introduced into the hall during nominal operation. This is almost 80% of the total volume flow of the two ventilation units (2 × 32,000 m 3 /h). The rest of the mechanical ventilation with heat recovery (MVHR) units' capacity is for the water slide area. It was assumed that this ratio does not change under partial load operation. Thus, the specified minimum air flow into the pool hall is 7560 m 3 /h. This is confirmed by reported measurements, where total flows (including slide area) of~9000 m 3 /h were recorded [9] . This corresponds to an air flow of 1890 m 3 /h per diffuser. In order to reduce modeling and simulation efforts, a "near" maximum variant with 45,360 m 3 /h supply air volume flow (24 × 1890 m 3 /h) was modelled instead of the maximum 50,400 m 3 /h. In general, the simplified hall geometry can be divided into four periodic sections. However, depending on the set point of the supply air flow, certain swirl diffusers are deactivated via valves. This control strategy ensures that the flow through each diffuser only ranges roughly between 1500-2100 m 3 /h. In this case, the periodicity is no longer given. For simulations with all diffusers being active, i.e., maximum or close to maximum flow, only one section with three of the mentioned ceiling strips was simulated, namely the section of ventilation strand 3 (see Figure 3 ). This section was also chosen as the simulation domain when alternative ventilation concepts with linear periodicity were considered. For simulations with minimal supply air volume flow and only one active diffuser per strand, two sections (strands 2 and 3 in Figure 3 ) were simulated. This is because, at minimum operation, the only active diffusers are at different locations (either at position No. 3 or No. 4; see Figure 3 ). According to planning documents, 50,400 m 3 /h, i.e., 12,600 m 3 /h per strand, are introduced into the hall during nominal operation. This is almost 80% of the total volume flow of the two ventilation units (2 × 32,000 m 3 /h). The rest of the mechanical ventilation with heat recovery (MVHR) units' capacity is for the water slide area. It was assumed that this ratio does not change under partial load operation. Thus, the specified minimum air flow into the pool hall is 7560 m 3 /h. This is confirmed by reported measurements, where total flows (including slide area) of ~9000 m 3 /h were recorded [9] . This corresponds to an air flow of 1890 m 3 /h per diffuser. In order to reduce modeling and simulation efforts, a "near" maximum variant with 45,360 m 3 /h supply air volume flow (24 × 1890 m 3 /h) was modelled instead of the maximum 50,400 m 3 /h.
Boundary Conditions for Reference Case and Variants
The boundary conditions for the CFD simulations were based on reported measurement [9] and are summarized in Table 1 . Within that monitoring study, temperature and humidity were continuously measured with a sensor accuracy of +/− 0,1 K and +/− 3% relative humidity (RH, Figure 4 . Photographs of the hall accommodating the sport pool: (a) general view; (b) view of the wooden trusses, one shed roof area, and the suspended ceiling including one swirl diffuser. In the same "strip", the air is extracted through the gap between suspended ceiling and wooden trusses. Source: Passive House Institute.
The boundary conditions for the CFD simulations were based on reported measurement [9] and are summarized in Table 1 . Within that monitoring study, temperature and humidity were continuously measured with a sensor accuracy of +/− 0,1 K and +/− 3% relative humidity (RH, Hygrasgard RFTF, S + S Regeltechnik, Nürnberg, Germany) in three locations in the hall and in the supply and extract air of the ventilation air handling units. The sensors were calibrated before installation. The measurements of a representative two-week period in winter are shown in Figure 5 . The volume flow of the air handling units was also recorded.
Using an empirical formula from VDI 2089 guideline [36] to calculate the evaporation from the pool surface, the resulting stationary air humidity was calculated in an simple iterative mass balance calculation. Assuming a supply air humidity of 9 g/kg and a water transfer coefficient β of 28 m/h, as recommended in VDI 2089, a supply air flow close to maximum capacity would result in an RH of around 55%; see variant "A" Table 1 . Note that a RH < 60% was required. Measurements show that these high-flow conditions, representing the summer case, were hardly reached [9] . The measured winter conditions (supply air flow, ambient and indoor humidity, see Figure 5 ) can be reproduced assuming a water transfer coefficient β of 10 m/h. With an ambient air humidity of 4 g/kg, this represents the low flow rate case; see variant "B" in Table 1 . Note that these calculated extract air humidity values were also used to check CFD results and convergence. (a) (b) Figure 5 . Measured temperature (a) and humidity (b) in the investigated swimming pool hall [9] for a representative period in winter. The location of the sensors is shown in Figure 3 .
Using an empirical formula from VDI 2089 guideline [36] to calculate the evaporation from the pool surface, the resulting stationary air humidity was calculated in an simple iterative mass balance calculation. Assuming a supply air humidity of 9 g/kg and a water transfer coefficient β of 28 m/h, as recommended in VDI 2089, a supply air flow close to maximum capacity would result in an RH of around 55%; see variant "A" Table 1 . Note that a RH < 60% was required. Measurements show that these high-flow conditions, representing the summer case, were hardly reached [9] . The measured winter conditions (supply air flow, ambient and indoor humidity, see Figure 5 ) can be reproduced assuming a water transfer coefficient β of 10 m/h. With an ambient air humidity of 4 g/kg, this represents the low flow rate case; see variant "B" in Table 1 . Note that these calculated extract air humidity values were also used to check CFD results and convergence.
The as-is cases represent the ventilation concept as implemented in the presented swimming pool. Alternative ventilation strategies, i.e., ways of supplying and extracting the air, were explored. Based on the two operating states (A and B), nine variants were modeled and simulated. All variants, together with the corresponding boundary conditions, are summarized in Table 1 . Table 1 . Overview of the simulated variants and their corresponding boundary conditions including temperatures (T), absolute humidity (X), volume flow ( ), water transfer coefficient (β), resulting evaporation rate ( ) and relative humidity (RH) with the following abbreviations: supply air (SA), extract air (EA), outer wall (OW) and inner wall (IW).
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TRoom XSA Nr. β XEA RHEA Figure 5 . Measured temperature (a) and humidity (b) in the investigated swimming pool hall [9] for a representative period in winter. The location of the sensors is shown in Figure 3 .
The as-is cases represent the ventilation concept as implemented in the presented swimming pool. Alternative ventilation strategies, i.e., ways of supplying and extracting the air, were explored. Based on the two operating states (A and B), nine variants were modeled and simulated. All variants, together with the corresponding boundary conditions, are summarized in Table 1 .
Since the as-is configuration of the supply air diffusers and extract air outlets seemingly has some short circuit flow between them, variant "B1" was modelled to test if the ventilation efficiency could be improved with vertically discharging swirl diffusers. Simulations of variants "B2"and "B3" were performed to determine ventilation performance with extract air outlets close to the floor. According to a HVAC professional specialized in swimming pool design, supplying air at ceiling level and extracting air at floor level is advantageous in terms of air exchange while reducing evaporation rates [37] . Therefore, the extract air outlets were modelled in the outer wall where the ventilation ducts are routed in the as-is configuration. This would imply a relatively easy retrofit.
Based on simpler 2D CFD simulations, performed during a preliminary study [38] , a higher ventilation efficiency was expected when air was extracted around the pool edges. Therefore, variants "B4" and "B7" were included in this study. Configurations "B5"and "B6" (and "A5/A6") have the intention to simplify and reduce ducting by also supplying air at floor level. In this way, no duct routing to the ceiling would be required. For these variants, the supply air outlet was modelled as a simple upward-discharging slit along the outer wall. The extract air opening was either modelled as a continuous linear opening (thin slit) along the inner wall or as single rectangular opening on the inner wall (one per simulation domain).
CFD Model of the Swimming Hall
The CFD simulations were performed with the software ANSYS Fluent 17.2 (Canonsburg, PA, USA). It numerically solves a set of coupled partial differential equations, i.e., the Navier-Stokes equations. They can be written as
Respectively, they express the conservation of mass, momentum and energy, with ρ, p, → v and E representing density, pressure, velocity and energy. S m , S h and are mass and energy source terms and → F represents external body forces, such as the gravitational force. Viscous forces are considered by the stress tensorτ, which for an incompressible and isotropic Newtonian fluid can be expressed as
with µ being the dynamic viscosity. In the energy equation, the term k e f f ∇T represents the heat conduction given by Fourier's law, with k e f f being the effective conductivity, which includes turbulent thermal conductivity given by the respective turbulence model. The terms h j → J j and τ · → v account for energy transfer due to species diffusion and viscous dissipation, respectively, with → J j being the diffusion flux and h j the sensible enthalpy of species j. Note that in the simulations presented herein, air was treated as incompressible, a valid assumption as long as the characteristic air velocity is much smaller than the speed of sound. Under this assumption, the conservation equations simplify accordingly (see e.g., [39] ).
For CFD simulations, the volume of interest needs to be discretized into small volumes and one needs to find a good compromise between available computer resources, required accuracy and modelling efforts. A particular challenge in this case was the large volume of the simulated pool section in combination with swirl diffusers. Although many areas of the volume exhibit low air flow velocities, e.g., the center of the hall, the areas in and around the diffusers require very fine discretization.
For this reason, the method often referred to as a "box method" was chosen [33, 34] . Within a detailed model, the outflow from the supply air diffuser was simulated. From the simulation results, the velocity field and that of the turbulence variables (k and ε) are extracted and applied as a boundary condition on the corresponding surfaces in the pool hall model. For this purpose, a hemisphere with a radius of 0.5 m was modelled at the position of each swirl diffuser and the velocity and turbulence profile was imposed. Since a substantial backflow into the hemisphere area (induction) develops, especially in the horizontally discharging case, the correct energy and mass balance over this hemisphere had to be ensured. This means that, depending on the temperature, tracer concentration or water content of the air flowing into the hemisphere, the temperature, tracer concentration and water content of the outflowing air has to be adjusted in each simulation step. To accomplish this, so-called "user-defined functions" were programmed and integrated into the ANSYS Fluent simulation model [40] .
Furthermore, the simulation of natural convection with small driving forces can be challenging, as the computation may poorly converge. Therefore, efforts were made to model and subdivide the simulation domain in a way that would allow the effective meshing of the volume. Figures 6 and 7 show how the geometry of the simulation domain was defined, including the periodic boundary planes.
hemisphere
To accomplish this, so-called "user-defined functions" were programmed and integrated into the ANSYS Fluent simulation model [40] .
Furthermore, the simulation of natural convection with small driving forces can be challenging, as the computation may poorly converge. Therefore, efforts were made to model and subdivide the simulation domain in a way that would allow the effective meshing of the volume. Figures 6 and 7 show how the geometry of the simulation domain was defined, including the periodic boundary planes. 
Meshing
To reduce computational resources, a hex mesh (in prisms) was applied wherever possible. In order to be able to impose individual boundary conditions on certain surface sections (for example, water surface, windows, etc.), the volume was split into several sections (see Figure 8) . To reduce computational resources, a hex mesh (in prisms) was applied wherever possible. In order to be able to impose individual boundary conditions on certain surface sections (for example, water surface, windows, etc.), the volume was split into several sections (see Figure 8 ). 
To reduce computational resources, a hex mesh (in prisms) was applied wherever possible. In order to be able to impose individual boundary conditions on certain surface sections (for example, water surface, windows, etc.), the volume was split into several sections (see Figure 8) .
Since hex meshing could not be applied in the volume around the diffuser hemispheres, a halfcylinder was defined as a transitional volume with tetrahedral meshing (see Figure 9) . Since hex meshing could not be applied in the volume around the diffuser hemispheres, a half-cylinder was defined as a transitional volume with tetrahedral meshing (see Figure 9 ). Different mesh refinement settings were tested for the reference model (variant "A") and the results in terms of air exchange efficiency (ACE) were compared. Amongst others, the default element size was varied between 20 and 30 cm, with edge sizing between 2 and 5 cm and different levels of near-wall element refinements resulting in roughly 2 to 6 million elements. If convergence was achieved, ACE was within 4% of the result presented in Table 2 . Finally, a mesh with good convergence properties was selected. It was generated with a default element size of 30 cm, with refinements in volumes where higher velocities or gradients were expected. For example, the element size was limited to a maximum of 5 cm on the hemisphere surfaces and on the ceiling surfaces of the center strip, where the flow is dominated by the swirl diffusers (see Figure 9) . Furthermore, the volume in the topmost ceiling area was restricted to a maximum element size of 10 cm. For all relevant surfaces, in particular in the middle ceiling area, the near-wall discretization was refined, aiming at Different mesh refinement settings were tested for the reference model (variant "A") and the results in terms of air exchange efficiency (ACE) were compared. Amongst others, the default element size was varied between 20 and 30 cm, with edge sizing between 2 and 5 cm and different levels of near-wall element refinements resulting in roughly 2 to 6 million elements. If convergence was achieved, ACE was within 4% of the result presented in Table 2 . Finally, a mesh with good convergence properties was selected. It was generated with a default element size of 30 cm, with refinements in volumes where higher velocities or gradients were expected. For example, the element size was limited to a maximum of 5 cm on the hemisphere surfaces and on the ceiling surfaces of the center strip, where the flow is dominated by the swirl diffusers (see Figure 9) . Furthermore, the volume in the topmost ceiling area was restricted to a maximum element size of 10 cm. For all relevant surfaces, in particular in the middle ceiling area, the near-wall discretization was refined, aiming at a dimensionless wall distance (y+) between 1 and 5. This was accomplished with the "inflation" feature available in ANSYS [41] . Depending on the variant, the near-wall element of the ceiling surface was divided into 12 to 15 layers (see Figure 9) . Depending on the variant and its flow conditions, the elements on the water surface and around the pool borders were subdivided into 3 to 8 layers.
The simulation results showed that, on these surfaces y+ < 5, was almost always achieved. Furthermore, the selected turbulence model includes a so-called "enhanced wall treatment" [42] , so that the boundary layers with y+ > 11 are not resolved, but calculated with empirical wall functions. To simplify the mesh, certain surfaces were deliberately discretized, roughly aiming at a y+ > 30, e.g., the front and back surfaces (inner and exterior wall) for variants where no pronounced flow was expected along these surfaces. This was not the case for the variants with supply air along the exterior wall (A5, A6, B5 and B6).
In variants in which two sections (i.e., strand 2 and 3) were modeled, this resulted in about 2,500,000 elements. Table 2 . A summary of the resulting air exchange efficiency (ACE) and contaminant removal efficiency (CRE), as well as the mean velocity v avg near the water surface (10 cm above floor/water level). The following abbreviations are used: supply air (SA), extract air (EA), outer wall (OW) and inner wall (IW). * Due to the interpolation of the velocity profiles from a finer (diffuser model) to a coarser mesh (swimming hall model), the simulated supply air flow entering the hall model through the swirl diffuser hemisphere differed from the values specified in Table 2 . The relative difference is provided in brackets. The total mass balance of each model was always satisfied within 0.2%.
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Physical Model
Since the air flow in the hall is driven by the mechanical ventilation and by buoyancy currents due to density differences, the model should be able to simulate natural and forced convection. A characteristic length of 8 m and a temperature difference of 10 K results in a Rayleigh number of >10 11 , i.e., high Rayleigh-number flow [43] . Convergence problems are often reported for this flow regime, e.g., [44] .
To investigate the transport of pollutants and moisture, the "Species Transport" module available in ANSYS Fluent was activated. The components dry air, water vapor and tracer gas (with the properties for dry air) were included in the model, adding two conservation equations. The solution gives the mass fractions of these three components in spatial resolution. The tracer mass fraction was used to determine the age of air and thus the air exchange efficiency (ACE). For this purpose, a constant and homogeneous mass source was imprinted in the entire volume of space in the simulation domain, resulting in a stationary exhaust air concentration of about 1000 ppm (mass fraction). The water vapor emission according to the defined boundary condition (see Table 1 ) was modelled as a homogenous mass source within a 10 cm tall volume directly above the water surface. As for the tracer, the water vapor content as calculated beforehand should be present in the exhaust air when in a steady state. These two values were used, amongst others, to check the correct mass balance during simulation. The incompressible ideal gas equation was chosen to calculate the density of the gas mixture comprised of dry air, water vapor and tracer. Note that the Boussinesq approach [43] is not compatible with species transport and was therefore not applied.
Since surface temperatures strongly affect natural convection, the radiation exchange between surfaces should also be modeled. Therefore, the so-called "surface-to-surface" (S2S) method was selected, as this is considered a resource-saving and feasible approach as long one does not need to calculate the radiation temperature for every point in the domain. The view factors for the given geometry are calculated in a pre-processing step by the CFD software.
As a turbulence model, the k-ε Re-Normalisation Group (RNG) was chosen, as it is often identified as a good compromise between accuracy and speed for mixed-convection applications, e.g., [30, 45] . The so-called "enhanced wall treatment" available in Fluent was activated [42] . It combines, depending on the discretization of the near-wall elements, empirical wall functions and a two-layer approach for calculating the flow near the wall. If sufficiently finely discretized, the two-layer approach (fully turbulent layer and viscosity-specific layer) is applied; if the discretization is insufficient, the "enhanced wall function" is used.
As noted above, the "left and right" simulation domain bounds were set as a periodic constraint to reduce computer resources (see Figure 6 ). It can be assumed that the effects of those side walls on the air flow distribution are negligible for the central part of the swimming pool. However, the results presented here might not be fully representative for ventilation strand 1 and 4 (see Figure 3 ).
Solver Settings and Convergence Criteria
Within this study, a number of different meshing refinements as well as solver settings were tested and compared for reference variant "A". Convergence problems arose only after including gravitation or variable density in the model. In general, the following procedure produced convergent solutions:
In a first step, a steady state simulation with the "coupled solver" setting (Courant flow number = 20) was performed until the residuals, and in particular the convergence monitors, showed no appreciable changes. The following values were monitored to judge convergence: temperature, mass flow and mass fractions at the outlets, as well as mean temperature, velocity and tracer mass fraction for the lower hall volume (between floor/water and a height of 2 m). At this point, the default convergence criteria (residuals <10 −3 or <10 −6 for energy and mass fraction) were reached in only a few cases. Typically, 200 to 500 iterations were calculated with these settings.
In a second step, a transient simulation with a time step of ∆t = 1 s was performed for a total of 300 s simulated time. The mean values of the last 3 minutes were used for the evaluation of the result. With the exception of the volume-averaged velocity in the lower hall volume, all chosen convergence monitors did not change their value in a significant amount during this period. However, the volume-averaged velocity may still have exhibited variations of up to 10%.
CFD Model of the Swirl Diffusers
In order to model the air flow from a swirl diffuser, a very fine discretization in the sub-millimeter range is required. Since modelling six or even 12 of these diffusers in one complete model would have exceeded the available computer resources, the flow from the swirl diffusers was calculated A geometry model of the swirl diffuser was downloaded from the manufacturer's webpage [35] . It was reconstructed and parameterized (lamella position) within the ANSYS software. Due to the rotational symmetry of the diffuser, only a 60 • section was modelled. Note that in the horizontal discharge setting, there are two blades in this section, while there is only one blade in the case of the vertical discharge setting (see Figure 10 ).
obtained with all tested turbulence models, i.e., k-ω shear stress transport (SST), k-ε RNG with enhanced wall treatment and k-ε RNG with standard wall function (see Figure 13 ). However, depending on the solver settings, obtaining convergence was not equally reliable or fast. Convergence was judged via residuals and certain flow field monitors. Finally, the following settings were chosen: k-ε RNG with enhanced wall treatment, coupled solver and 2nd order upwind discretization scheme for k, ε, pressure and impulse.
Simulations were performed with a supply air temperature of 30 °C and 40 °C and with the lamella position corresponding to horizontal and vertical discharge mode, resulting in four different sets of solutions. For the simulations with a supply air temperature of 40 °C (winter case), the temperature in the room volume was maintained at around 30 °C by applying a homogenous heat sink. The change in supply air temperature did not notably influence the results.
The velocity and turbulence fields (k and ε) on a sphere with a radius of 0.5 m around the center of the diffuser outlet were exported. After applying certain post-processing steps, these profiles were imported as a boundary condition within the pool hall model. A tetrahedral mesh was applied throughout the simulation domain. A default element size of 1-2 cm was selected for the various volume sections in and close to the diffuser. However, the element sizes were limited to 2 mm for the lamella surfaces and 5 mm for the diffuser surfaces at the outlet. Additionally, the wall elements were subdivided using the "inflation" function, resulting in sub-millimeter range elements (see Figure 11 ). The simulation domain was extended in the direction of discharge by a spherical volume with a radius of 3 m. The elements in that volume were limited to <5 cm. These settings resulted in a mesh with approx. 2.3 million elements. As needed, this mesh was further refined within Fluent after the first round of iterations to limit the dimensionless wall distance (y+) to <3-5. After the refinement, the number of elements increased depending on the model variant to up to 8 million. There was no notable difference when directly comparing the flow fields of the last refinement steps. A visualization of the resulting y+ of the final diffuser models is shown in Figure 12 .
Besides comparing results at different mesh refinement stages, several test simulations with different solver settings and turbulence models were tested and compared. Very similar results were obtained with all tested turbulence models, i.e., k-ω shear stress transport (SST), k-ε RNG with enhanced wall treatment and k-ε RNG with standard wall function (see Figure 13 ). However, depending on the solver settings, obtaining convergence was not equally reliable or fast. Convergence was judged via residuals and certain flow field monitors. Finally, the following settings were chosen: k-ε RNG with enhanced wall treatment, coupled solver and 2nd order upwind discretization scheme for k, ε, pressure and impulse.
Simulations were performed with a supply air temperature of 30 • C and 40 • C and with the lamella position corresponding to horizontal and vertical discharge mode, resulting in four different sets of solutions. For the simulations with a supply air temperature of 40 • C (winter case), the temperature in the room volume was maintained at around 30 • C by applying a homogenous heat sink. The change in supply air temperature did not notably influence the results.
The velocity and turbulence fields (k and ε) on a sphere with a radius of 0.5 m around the center of the diffuser outlet were exported. After applying certain post-processing steps, these profiles were imported as a boundary condition within the pool hall model. 
Evaluation metrics
To assess ventilation efficiency, a number of different metrics are available. Their advantages and disadvantages have been studied and documented in a number of publications: e.g., [46] [47] [48] [49] . For 
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To assess ventilation efficiency, a number of different metrics are available. Their advantages and disadvantages have been studied and documented in a number of publications: e.g., [46] [47] [48] [49] . For the evaluation of the herein presented CFD-simulations, the following two metrics were used as they seemed most suitable:
Air Exchange Efficiency (ACE): This indicates how effectively the supply air is used to flush the entire room volume and is defined as follows:
where τ nom is the nominal age of air and the inverse of the air exchange rate; i.e., it indicates how long it takes in an ideal case to exchange the air in the entire volume of space. τ lokal is the spatial average of the local age of air. In the presented simulations, it is determined using a homogeneous tracer source. The definition of the ACE is such that it become 1 for a pure piston flow and 0.5 in a perfectly mixed condition. ACE < 0.5 indicates a short circuit flow. Contaminant Removal Efficiency (CRE): This indicates how effectively a substance is removed from the room and is defined as follows:
where c outlet and c inlet are the pollutant concentration at the extract air outlet and the supply air inlet, respectively. c is the spatially averaged concentration in the relevant area. In principle, values from zero to infinity are possible. Perfect mixing results in a value of 1. However, CRE strongly depends on the position of the pollutant source and the considered volume of space; e.g., CRE would result in an infinite value if the pollutant source were positioned directly at the extract air outlet. The CRE was evaluated for different areas. Table 2 gives the CRE for the total volume, and more importantly, for the area relevant to swimmers. A plane 10 cm above the water surface was therefore chosen. Since this plane spatially coincides with the pollutant source volume, CRE > 1 is not possible. The values of ACE and CRE were calculated using the software "Post" available within the ANSYS software package.
Results and Discussion
The results for ACE and CRE for the simulated as-is and alternative variants are summarized in Table 2 .
With ACE values of 0.37 and 0.39, the as-is variants have the lowest ventilation efficiency of all variants. This enforces the concern that a short circuit flow is present in this ventilation configuration of the swimming pool hall. The average age of air is 2.96 h compared to 2.34 h for perfect mixing. In a perfectly mixed situation (ACE = 0.5), variant "B" would have an average absolute humidity of 16 g/kg, but the simulation results show values mostly between 18 and 21 g/kg (see Figure 14) . The simulated room average is 20.1 g/kg. Assuming constant water evaporation rates, a ventilation concept with an ACE of 0.5 could maintain this value with a supply air flow of approx. 5200 m 3 /h instead of 6850 m 3 /h, equivalent to a 25% reduction. This comparison illustrates the optimization potential for the existing ventilation configuration.
Note that for variant "B", the humidity content with perfect mixing should be 16 g/kg instead of 15 g/kg as specified in Table 1 . This is due to variations in the simulated supply air flow (see Table 2 ). It can be safely assumed that ACE and CRE are not affected significantly by slight variations in supply air flow. However, when comparing concentration values, the difference in air exchange rate needs to be considered. All simulation results satisfied a total mass balance within <0.2%. m 3 /h, i.e., roughly between 7500 and 8000 m 3 /h into the swimming pool hall (assuming that 20% is supplied into the water slide area).
When considering the removal of pollutants above the water surface (outgassing disinfection by-products), the as-is variant can be considered ineffective. According to the CFD simulations, the CRE with respect to the water surface is 0.58 and 0.69 for as-is variant "A" (high flow rate) and B (low flow rate), respectively. Note that the CRE can maximally reach a value of 1. These results seem plausible when compared to the (limited) available measured data. At two sensor locations, the absolute humidity during a week in winter ranges roughly between 17 and 20 g/kg; at a third location, it ranges between 14 and 16 g/kg (see Figure 5 ). The measured mean total supply air flow provided by both ventilation units in this period ranges between 9500 and 10,000 m 3 /h, i.e., roughly between 7500 and 8000 m 3 /h into the swimming pool hall (assuming that 20% is supplied into the water slide area).
When considering the removal of pollutants above the water surface (outgassing disinfection by-products), the as-is variant can be considered ineffective. According to the CFD simulations, the CRE with respect to the water surface is 0.58 and 0.69 for as-is variant "A" (high flow rate) and B (low flow rate), respectively. Note that the CRE can maximally reach a value of 1.
A clear improvement can be achieved if the swirl diffusers are set to discharge vertically instead of horizontally (see variant "B1"). The ACE raises to 0.45 and the CRE at the water surface to 0.75. The resulting absolute humidity is around 16 g/kg. This finding generally agrees well with [24] , where simulation results also indicate that directing the supply air jets further down, i.e., into the occupied area, reduces and homogenized the age of air significantly.
In variant "B2", the extract air outlets were positioned on the exterior wall near the floor, improving ventilation efficiency further. The extract air openings were modelled in the panels which cover the ventilation ducts in the outer wall (see Figure 3) , and the original extract air openings (shadow gap) were disabled. This results in an ACE corresponding to a perfectly mixed condition, and the CRE at the water surface is 0.81, while relatively low air velocities are present near the water surface (see Table 2 ). The resulting absolute humidity distribution is shown in Figure 15 . Improved indoor air quality for a ventilation concept with extraction points near the bottom of the hall was also observed during measurements of THMs in various swimming pools [12] and is also reported by a HVAC planner specialized in swimming pools [37] .
Using vertically discharging swirl outlets in combination with this extract air outlet configuration (variant "B3") reduced ACE and CRE slightly compared to variant "B2".
Extracting the air along the edges of the pool, e.g., in the pool overflow channels (variant "B4"), resulted in similar ventilation efficiencies as variant "B2". Based on simpler 2D CFD simulations, performed during a preliminary study, a higher ventilation efficiency was expected for this configuration [38] . Nevertheless, the pollutant discharge efficiency reaches the second highest value (0.81) in comparison with all variants simulated herein, while exhibiting relatively low air velocities along the water surface.
Using vertically discharging swirl outlets in combination with this extract air outlet configuration (variant "B3") reduced ACE and CRE slightly compared to variant "B2". Extracting the air along the edges of the pool, e.g., in the pool overflow channels (variant "B4"), resulted in similar ventilation efficiencies as variant "B2". Based on simpler 2D CFD simulations, performed during a preliminary study, a higher ventilation efficiency was expected for this configuration [38] . Nevertheless, the pollutant discharge efficiency reaches the second highest value (0.81) in comparison with all variants simulated herein, while exhibiting relatively low air velocities along the water surface.
The variants with the highest CRE in relation to the water surface are those with the supply of air along the exterior wall and the extraction along the inner wall. Here, two different variants were modelled. In "B5", the extract outlets were distributed along the entire inner wall side near the floor. In "B6", only one extract air outlet was positioned within the simulation domain (one of four ventilation strands). The opening was placed near the floor and near the edge of the simulation domain having a mirror symmetry condition. Variant "B6" therefore corresponds to a situation with only two extract air outlets for the entire hall. Both variants result in an ACE of 0.47 and 0.48, i.e., values corresponding to almost perfect mixing, and CREs of 0.84. Figure 16 shows that areas with higher humidity and pollutant concentrations (with equivalent distributions) are mostly limited to just above the source (water surface). For comparison, Figure 17 shows the concentration distribution The variants with the highest CRE in relation to the water surface are those with the supply of air along the exterior wall and the extraction along the inner wall. Here, two different variants were modelled. In "B5", the extract outlets were distributed along the entire inner wall side near the floor. In "B6", only one extract air outlet was positioned within the simulation domain (one of four ventilation strands). The opening was placed near the floor and near the edge of the simulation domain having a mirror symmetry condition. Variant "B6" therefore corresponds to a situation with only two extract air outlets for the entire hall. Both variants result in an ACE of 0.47 and 0.48, i.e., values corresponding to almost perfect mixing, and CREs of 0.84. Figure 16 shows that areas with higher humidity and pollutant concentrations (with equivalent distributions) are mostly limited to just above the source (water surface). For comparison, Figure 17 shows the concentration distribution of variant "B1". However, according to the simulation results, significantly higher air velocities near the water surface and around the pool can be expected compared to the variants with air supply from the ceiling (see Table 2 ).
It should be noted here that these simulation results do not account for air movements produced by persons moving in and around the pool, e.g., walking adults or jumping children at play. Such movements would increase mixing in the lower volume of the hall. Since the air exchange efficiency of all simulations is always ≤0.5, it can be assumed that modelling such air movements would improve simulated ventilation efficiency, as observed in [27] . Therefore, these simulation results of air exchange efficiency can be considered the worst case, representing times of low pool activity.
Additionally, two variants at a nominal flow rate (50,400 m 3 /h) were simulated (see Table 2 ("A5" and "A6")). As with the as-is configuration, the CRE decreases at higher volume flows, but it can be assumed that the absolute pollutant concentration is about the same as (assuming that the pollutant emission correlates with the water evaporation) or lower than (assuming that the pollutant emission is more likely constant) in the low-flow condition. However, high air velocities near the water and floor could result in uncomfortable drafts.
of variant "B1". However, according to the simulation results, significantly higher air velocities near the water surface and around the pool can be expected compared to the variants with air supply from the ceiling (see Table 2 ).
It should be noted here that these simulation results do not account for air movements produced by persons moving in and around the pool, e.g., walking adults or jumping children at play. Such movements would increase mixing in the lower volume of the hall. Since the air exchange efficiency of all simulations is always ≤0.5, it can be assumed that modelling such air movements would improve simulated ventilation efficiency, as observed in [27] . Therefore, these simulation results of air exchange efficiency can be considered the worst case, representing times of low pool activity. Additionally, two variants at a nominal flow rate (50,400 m 3 /h) were simulated (see Table 2 ("A5" and "A6")). As with the as-is configuration, the CRE decreases at higher volume flows, but it can be assumed that the absolute pollutant concentration is about the same as (assuming that the pollutant emission correlates with the water evaporation) or lower than (assuming that the pollutant emission is more likely constant) in the low-flow condition. However, high air velocities near the water and floor could result in uncomfortable drafts.
Conclusions
This study investigated possible ventilation approaches for a particular highly energy efficient swimming pool hall. Due to the high thermal quality of the building envelope, the air exchange rates compared to conventional swimming pools can be reduced and recirculation air avoided without the risk of condensation on or in the building structure. Therefore, it is crucial to supply fresh air and Figure 16 . Absolute humidity distribution in center plane of ventilation strand 3 (see Figure 3) for variant "B5" with supply air introduced upward along the outer wall and extract air being extracted along the inner wall.
This study investigated possible ventilation approaches for a particular highly energy efficient swimming pool hall. Due to the high thermal quality of the building envelope, the air exchange rates compared to conventional swimming pools can be reduced and recirculation air avoided without the risk of condensation on or in the building structure. Therefore, it is crucial to supply fresh air and Figure 17 . Absolute humidity distribution in center plane of ventilation strand 3 (see Figure 3) for variant "B1" (vertically discharging swirl diffuser).
This study investigated possible ventilation approaches for a particular highly energy efficient swimming pool hall. Due to the high thermal quality of the building envelope, the air exchange rates compared to conventional swimming pools can be reduced and recirculation air avoided without the risk of condensation on or in the building structure. Therefore, it is crucial to supply fresh air and remove air contaminants-in particular, disinfection by-products-as effectively as possible. The results of the presented CFD simulations indicate that the ventilation efficiency in the examined swimming pool could be improved with alternative air distribution concepts identified to provide better ventilation efficiency. A simple improvement could be to change the swirl diffusers from horizontally discharging to vertically discharging.
Higher air exchange efficiency (ACE) and contaminant removal efficiency (CRE) were obtained when the extract air openings were positioned near the ground. This result agrees with observations reported in [12, 37] . The exact arrangement of the extract air openings (linear vs. punctual extraction) does not seems to be of great importance. An upwardly directed supply air outlet along the outer (possibly also inner) wall could allow for additional improvement over supply via swirl outlets (vertical or horizontal discharging).
The results of this simulation study should be interpreted with care. The CFD simulations were performed assuming steady-state boundary conditions, and only two volume flow conditions representing a winter and a summer scenario were considered. In real conditions, change throughout the operation and ventilation flow is constantly adapted. Additionally, the movements of pool users and personnel in and around the pool could notably change air movement patterns, in particular in the lower hall volume. However, the simulated boundary conditions can be considered representative, and movement by people would increase mixing and therefore air exchange efficiency, since all results were ≤0.5. A clear limitation is also the fact that the simulated results have not been thoroughly validated experimentally.
Nevertheless, other studies have shown that, in general, CFD simulation and in particular the chosen turbulence model is capable of reproducing air flow patterns in swimming pools or other large spaces buildings with satisfactory results [27, 29, 30] . This work documents a CFD methodology to assess ventilation in large swimming pool halls while considering small-scale diffuser geometry with low computational resources.
Potential solutions for improving ventilation efficiency were presented for the investigated swimming pool hall. Their actual performance should be verified experimentally and other swimming pool halls should be investigated before deriving generalized recommendations. Therefore, further research efforts are planned to validate these CFD results and to perform more simulations based on the presented methodology. 
